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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
Compass NE
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
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Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
Compass SW

BNL TEST Group T450sc

< Enter your report footer here >

< Enter your report notes here >

Page 19



!METASTART!<template>Side by side::<identities





49101A8836174EB8B4F8EDE7F70BB429;EEA7ED9374DE44B385F12FD19E29C2C8;CD1FFC0E5A79475BB4BDDC786FFEE7E7;FA6EF384C8734445B651DE2B75A39795;8F2664DF4F494C1D944CAAA5D9AD2970;9FADE407C9DC407E89B82D4D35AC504A;BCA097A1A1C843F499A3EBF0A55F399D;76D43644A7074F7C81BDF9EA5E5B398A;C2AF6D94ED52456C8CA532A8E8FCAA8F;5FC22218F4C94512B551424D96C03667;313592B03303477A9C1F4C42C669B86F;3FE17EB7C4AA4A879AE789CDCF258838##!METAEND!

Report created by FLIR Tools for Mac

FLIR1876.JPG 2015/07/19 19:35:43
11.6

5.8

FLIR1876.JPG 2015/07/19 19:35:43

PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
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Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
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Emissivity 0.98
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Atmospheric temperature 6.00 °C
Transmission 0.90
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Emissivity 0.98
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Atmospheric temperature 6.00 °C
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Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
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IR window transmission 1.00
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Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
Compass N
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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PARAMETERS
Emissivity 0.98
Refl. temp. 0.00 °C
Distance 1.00 m
Relative humidity 75 %
Atmospheric temperature 6.00 °C
Transmission 0.90
IR window temperature 20.00 °C
IR window transmission 1.00
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